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NOTES:

1.

FOR BUILDING REQUIREMENTS SEE SPECIFICATION
SECTION 13120-PREENGINEERED METAL BUILDINGS.

FOR SEISMIC REQUIREMENTS OF BUILDING SEE
SPECIFICATION SECTIONS 01452-SPECIAL
INSPECTION FOR SEISMIC-RESISTING SYSTEMS AND
SECTION 13080 SEISMIC PROTECTION FOR
MISCELLANEOUS EQUIPMENT.

WIND AND SEISMIC LOADS SHALL BE BASED ON THE
SITE LOCATED AT 118.17° LONGITUDE AND 33.986°
LATITUDE.

ACCORDING TO THE INTERNATIONAL BUILDING CODE,
FIGURE 1609, BASIC WIND SPEED SHALL BE 90 MILES
PER HOUR.

ACCORDING TO THE INTERNATIONAL BUILDING CODE,
FIGURE 1615(3), MAXIMUM CONSIDERED
EARTHQUAKE GROUND MOTION WILL HAVE A 0.2
SECOND SPECTRA RESPONSE ACCELERATION OF
150%g. LIKEWISE FROM FIGURE 1615(4), PEMACO
WILL HAVE A 1.0 SECOND SPECTRA RESPONSE
ACCELERATION OF 60%g.

THE PRE-ENGINEERED METAL BUILDING SUPPLIER
SHALL COORDINATE WITH THE PROCESS EQUIPMENT
SUPPLIERS TO PROVIDE ROOF OPENINGS AND ROOF
FLASHING FOR ALL PROCESS EQUIPMENT PASSING
THROUGH THE ROOF. SPECIFICALLY, THE STACK
AFTER THE BLOWER (B-301), THE SCRUBBER AND
DUCT LOOP ON THE FLAMELESS THERMAL OXIDIZER
(FTO-101) AND OTHER VENTING EQUIPMENT AS
REQUIRED.

FOR BUILDING VENT SCREEN MESH SEE
SPECIFICATION SECTION 02821N-CHAIN LINK FENCES
AND GATE.

THE BUILDING SUPPLIER SHALL PROVIDE ALL
EXTERIOR DOORS AND HARDWARE.

THE BUILDING SUPPLIER SHALL PROVIDE TURNKEY
DESIGN/BUILD SERVICE FOR TWO EXHAUST FANS,
ONE AIR CONDITIONING UNIT, AND TWO CEILING
EXHAUST FANS. THERE ARE TWO EXHAUST FANS ON
THE EAST SIDE (AS SHOWN IN DRAWING C-12), TWO
CEILING EXHAUST FANS ON THE WEST SIDE TO COOL
THE ELECTRIC ROOM AND THE CONTROL ROOM. THE
BUILDING SUPPLIER SHALL COORDINATE FOR MOTOR
SIZE WITH THE BUYER. THE WALL OPENINGS SHALL
BE LOUVERD, EXCEPT FOR THE AC UNIT.
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